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— APPENDIX F-2
FILE FILE
NAME SYMBOL DESCRIFTION NAME | SYMBOL DESCRIFTION
EQ75A |-© CLOCK OUTLET E107 o———a THERMAL OVERLOAD
E114 HD THERMOSTAT E10B —+— CONNECTION
E076 ® CEILNG SPEAKER E10BA -4 CONNECTION
EC77 S WALL SPEAKER E109 —'|~— CROSS, NG CONNECTION
E078 \ 4 TELEPHONE OUTLET
E109A —|— CROSS, NG CONNECTION
EC79 \J) FLOOR MOUNTED TELEPHONE OUTLET
'_IE DATA OUTLET E110 -I|—° o— SURGE ARRESTOR
E0B0 E111 |H|_ CAPACITCR
E081 |—< INTERCOM OUTLET RELAY #1
E112
E082 | ——T TELEPHONE RACEWAY #
| E113 6/\— BUS FLUG CIRCUIT BREAKER
EDB3 100/3
/ ( DISCONNECT SWITCH E116 6 ELECTRICAL EQUIPMENT DESIGNATION
k E117 <> MECHANICAL EQUIPMENT DESIGNATION
E0B4 @eon U B DRANOUT E118 NAMEPLATE DESIGNATION
Y A1
‘WUV\A)\N E121 FLUG—IN BREAKER SPACE
A 500
TRANSFORMER {DELTA—WYE CONN.
E0BS | 4 KVA { 4 E122 —& PLUG—IN GONNEGTOR
ZOEY/ =
1207 E123 a CONNECTION POINT
E0B8 W SHIELDED TRANSFORMER E124 ] BOLT/SCREW CONNECTION
* E125 # ) CIRCUIT BREAKER W/CUNNECT POINT
E087 | 100/3) DRAWOUT CIRCUIT BREAKER |
N (TRIP/FRAME)
Y E126 |—UTITIGICT  HEAT TAPE
| E127 100" EXISTING ELEVATION
EOBR 100/3 ) CIRcUIT BREAKER (TRIP/FRAME) 100"
| E128 -8 FINISHED ELEVATION
5A
E088 —L1— FUSE £130 FAULT DESIGNATION
SA
E080 —r\; FUSIBLE ELEMENT £137 HY] TV WALL OUTLET
Eoa1 A~ FUSIBLE DISCONNECT SWITCH
Eo2 L GROUND E1a3 L{l HEATER
E093 (© GENERATOR
Fops | 3000/S CLRRENT TRANSFORMER (NUMBERS E134 HEATER
3 INDICATE RATIQ AND QUANTITY)
ED95 —3 E? rl‘l%mElAé mﬁ%RMER CNUMEER E135 A TRANSFORMER ON POLE
E136
——_— L POTENTIAL TRANSFORMER {NUMBER ISOLATOR
TF' INDICATES QUANTITY) A
COMBINATION MAG STARTER &
Fo%8 bs AMMETER SWITCH E138 vep | CRCUT BREAKER W/ PLUG IN'S
ED97 E| VOLTMETER SWITCH
E0D8 © VOLTMETER T
Eong ® AMMETER A
E100 @ KILOWATT METER E13s wo/;[\) COMBINATION MAG ST N
CIRCUIT BREAKER W/ PLUG IN'S
N-  <E ALT.#1
E101 \ AUTOMATIC TRANSFER SWITCH
L
E102 @ KIRKKEY INTERLOCK -f'l T
E103 o—ij——o BATTERY ;\
E104 —N—— NDRMALLY CLOSED CONTACT /[\
E104A | o—N—0 | REMOTE NGRMALLY CLOSED CONTACT er3sa | 100/3 ) COMBINATION MAG ST N
E105 o— }—o NORMALLY OPEN CONTACT CIRCUIT BREAKER W/ PLUG IN'S
E1054 | O——0 |REMOTE NORMALLY OFEN CONTACT ALT, §2
E106 0—/\/—6 PROTECTIVE RELAY, SQLENOID CaAlL
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